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1.SCOPE

This plan defines the procedures and arrangements to manage the risk from asbestos-
containing materials (subsequently referred to as ACMs in this document) in the church and
presbytery at Our Lady & St Bridget’'s West Calder. A list of all ACMs is shown in the Asbestos
Register in Appendix A.

2. ACMS MONITORING

ACMs shall be monitored annually, and results shall be recorded in Appendix B of this

document.

3.WORKING IN AREA CONTAINING ACMS

Any person working in an area containing ACMs shall be made aware of their presence to
ensure that ACMs are not inadvertently disturbed.

4. MINOR WORK ON ACMS

A written plan must be prepared prior to any work being done on ACMs. Any minor work
being carried out on ACMs must be carried out by a competent person. Any work involving
the disturbance of ACMs must be controlled to ensure that precautions are taken to prevent
the release of asbestos fibres.

(such as https://www.hse.gov.uk/asbestos/essentials/index.htm).

5.DOCUMENT REVIEW

This document shall be reviewed and updated as necessary at least annually from the date of
first issue, or should any of the following occur:

e Whenever work takes place that affects ACMs.
e Where the parish priest has changed.
e Where ACMs have been inadvertently disturbed.

e Following scheduled condition checks of ACMs if an issue is noted during the check.
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APPENDIX A

ASBESTOS REGISTER

ACM Ref. Location Description
WC—-P-01 Presbytery Living Room | Textured Ceiling

(Upstairs guest bedroom)
WC-C-01 Church Stairs to Choir Bottom Stair Nosing (Labelled with Reference)
WC-C-02 Church Stairs to Choir Next Stair Nosing (Labelled with Reference)
WC-C-03 Church Stairs to Choir Next Stair Nosing (Labelled with Reference)
WC-C-04 Church Stairs to Choir Next Stair Nosing (Labelled with Reference)
WC-C-05 Church Stairs to Choir Next Stair Nosing (Labelled with Reference)
WC-C-06 Church Stairs to Choir Next Stair Nosing (Labelled with Reference)
WC-C-07 Church Stairs to Choir Next Stair Nosing (Labelled with Reference)
WC-C-08 Church Stairs to Choir Next Stair Nosing (Labelled with Reference)
WC-C-09 Church Stairs to Choir Next Stair Nosing (Labelled with Reference)
WC-C-10 Church Stairs to Choir Next Stair Nosing (Labelled with Reference)
WC-C-11 Church Stairs to Choir Next Stair Nosing (Labelled with Reference)
WC-C-12 Church Stairs to Choir Next Stair Nosing (Labelled with Reference)
WC-C-13 Church Stairs to Choir Next Stair Nosing (Labelled with Reference)
WC-C-14 Church Stairs to Choir Next Stair Nosing (Labelled with Reference)
WC-C-15 Church Stairs to Choir Next Stair Nosing (Labelled with Reference)
WC-C-16 Church Stairs to Choir Next Stair Nosing (Labelled with Reference)
WC-C-17 Church Stairs to Choir Next Stair Nosing (Labelled with Reference)
WC-C-18 Church Stairs to Choir Top Stair Nosing (Labelled with Reference)

Our Lady & St Bridget's West Calder — Review Date 10/10/2025

Page 4 of 5



Our Lady & St Bridget's West Calder — Asbestos Management Plan 10/10/2024 V1.0

APPENDIX B

ACMS MONITORING RESULTS

ACM Ref. Result (OK / Damaged) | Remarks
WC-P-01
WC-C-01
WC-C-02
WC-C-03
WC-C-04
WC-C-05
WC-C-06
WC-C-07
WC-C-08
WC-C-09
WC-C-10
WC-C-11
WC-C-12
WC-C-13
WC-C-14
WC-C-15
WC-C-16
WC-C-17
WC-C-18

Checked By:
Date:
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